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 
Abstract— The general effects of implementing skewing 
techniques in electrical machines are well known and have 
been extensively studied over the years. An important 
aspect of such techniques is related to the identification of 
optimal methods for analyzing and modelling any skewed 
components. This paper presents a fast, finite-element-
based method, able to accurately analyze the effects of 
skew on wound-field, salient-pole synchronous generators 
in a relatively shorter time than the more traditional 
methods. As vessel for studying the proposed technique, 
a 400kVA alternator is considered. Analytical and 
theoretical considerations on the benefits of skewing the 
stator in the generator under analysis are preliminary 
carried out. A finite-element model of the machine is built 
and the proposed method is then implemented to 
investigate the effects of the skewed stator. Comparisons 
against more traditional techniques are presented, with 
focus on the analysis of the voltage total harmonic 
distortion and the damper bars’ currents. Finally, 
experimental tests are performed at no-load and on-load 
operations for validation purposes, with excellent results 
being achieved.  
 
Index Terms—Skewing, Synchronous Generators, 
Permeance Function, Single-Slice, Multi-Slice. 
 
I. INTRODUCTION 
HE positive effects of implementing various methods of 
skewing in electrical machines (to improve the general 
quality of operation) are well-known throughout the 
machines and drive community. Providing the stator and/or 
the rotor of an electrical machine with an appropriate angular 
offset along the axial length can significantly reduce the air-
gap flux density oscillations due to the tooth harmonics. This 
in turn results in notable improvements into the quality of 
current, voltage and torque waveforms.  
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However, it is also well-known that skewing does produce 
some drawbacks, from both an electromagnetic and 
manufacturing points of view. In fact, it may result in a 
deterioration of the general performance of an electrical 
machine, such as the reduction in the output voltage available 
at its armature terminals as well as the torque available at its 
shaft. Skewing can also negatively affect the manufacturing 
process, resulting in more time consuming and expensive 
procedures. In the next sections, an overview of how skewing 
is implemented in various electrical machines and how this is 
typically modelled is presented. 
A. Skewing in Various Machines 
The influence of axial skewing in induction machines (IM) 
has been widely investigated [1-4]. In general, IMs usually 
employ skew in the rotor bars rather the stator slots in order to 
simplify the manufacturing processes. On-going research 
related to IMs include investigations on the magnetic noise 
and the electromagnetic forces caused by skewing, as 
described in [5] and [6], where novel rotor structures are 
proposed at cost of increasing manufacturing times and costs. 
The non-uniformity of the flux density axial distribution and 
the loss behavior of a high-rated IM are investigated in [7].  
In the field of permanent magnet (PM) machines, the 
analysis of skewing and its effects has also been widely dealt 
with, in particular for low speed applications, where high 
torque quality is often required. In such cases, skewing the 
stator slots or the PMs themselves [8, 9] can result in a 
significant reduction of the cogging torque component [10-
14], which in turn produces improvements in the quality of the 
on-load torque. The challenge of minimizing the torque 
pulsations has been dealt with in different types of PM 
machines in recent literature. For example, [15] has shown 
that skewing in regular steps does not achieve significant 
improvements in the torque ripple of surface-mounted PM 
machines. An improved skewing method is presented in [16], 
where a spoke-type interior PM machine is optimized for 
torque ripple minimization without compromising the 
available average torque. An asymmetrical, bidirectional 
magnet skewing technique is instead proposed in [17], for a 
modular multi-stage axial-flux PM machine. An authoritative 
review of magnet skewing techniques for double-rotor axial-
flux disk motors is provided in [18]. 
In recent years, significant effort related to improving the 
torque quality in the field of synchronous reluctance motors 
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(SRMs) has also been registered [19, 20]. In particular, the 
benefits of skewing the rotor, in combination with an 
appropriate stator winding design, are highlighted in [21]. In 
[22], it is highlighted how the torque ripple of a SRM can be 
further reduced if the skew is applied to an optimal 
asymmetric rotor structure. The 3-D effects associated with 
skewing are examined in [23], where it is shown how end-
effects and axial interactions between skewed steps can 
considerably deteriorate the torque ripple effects in SRMs. 
B. Skewing in Synchronous Generators 
A very important field which for historic reasons has never 
fully considered the importance of skewing is that related to 
the area of salient-pole Synchronous Generators (SGs). The 
ever-increasing power quality and efficiency requirements 
related to the power generation is projecting designers and 
manufacturers of SGs to consider every aspect related to these 
pressing challenges [24-27]. In particular, special focus is 
being given to the total-harmonic-distortion (THD) of the 
output voltage. For example, while [28] and [29] show how 
the THD can be improved and optimized without resorting to  
skewing techniques, the work in [30] investigates how the 
choice of an optimal skew angle, combined with an increased 
air-gap thickness, can reduce the noise level within the 
standards and improve the THD in a hydro-generator. The 
study performed in [30] also aims to achieve an understanding 
of how the field distribution, the damper cage currents and the 
rotor pole face losses are affected by stator skewing and 
provides a wide range of experimental data at no-load and 
full-load operations. In [31], a detailed analysis of a tubular 
SG is carried out in order to investigate the effects of stator 
skewing and damper bar pitch on the voltage waveform and 
the damper cage loss.  For the same aspects, large SGs with an 
axial skew are analyzed in [32] and [33]. 
Considering all the above, it is clear that skewing in SGs is 
rapidly becoming an important design aspect. While 
traditionally it has been very roughly implemented, today 
skewing and its effects need to be considered from a very 
early design stage and to an appropriate level of detail. 
C. Modelling of skew 
In this context, predicting the skewing’s effects in a fast and 
accurate way is thus very important in the design routine of an 
electrical machine, in particular when heavy design iterations 
are required. Classical approaches for modelling skewing 
consist in 3-D calculations of air-gap permeances which also 
include axial field variations [34]. Fully analytical models 
(that consider skew and its effects) have also been proposed 
by implementing the winding function method [35] and the 
subdomain modelling technique [36, 37]. With recent 
improvements in computational capabilities and modelling 
accuracy allowed by numerical methods, a number of hybrid 
analytical/Finite-Element (FE) techniques have been proposed 
[32, 38, 39] as well as purely FE models [40]. A common 
approach is to use the multi-slice technique [1-3, 41, 42], 
which comprises the creation of a number of cross-sections of 
the machine along its axial length and the simultaneous 
simulation of these slices. The multi-slice approach has been 
proposed in [42] in order to overcome inaccuracies resulting 
from averaging processes in machines with short-circuited 
cages, i.e. IMs and SGs. Such a study also shows how 
averaging processes can be used for SGs if the magnetic field 
does not significantly change along the axial direction. In [43], 
the multi-slice method has been extended to a magnetic 
equivalent circuit model and a constraint is imposed to ensure 
that axial currents are equal in each slide. Although all these 
techniques are very accurate, they come at cost of high 
computational resources which are not suited for iteration-
heavy designs. 
D. Objective  
In this paper, a technique for the modelling and the analysis 
of skew effects in electrical machines (with a focus on SGs) is 
proposed and investigated. Updates on the approach 
investigated in [44] are implemented onto a 400kVA SG in 
order to predict the no-load and on-load THD of the machine’s 
output voltage. Using the proposed modelling technique, then 
a harmonic analysis and a theoretical explanation of the 
benefits due to the stator skew in the generator under analysis 
are carried out and presented in Section II. The technique and 
its results are then compared to the two more common 
approaches (for modelling of skew), via a purposely-built 2-D, 
Single-Slice (SS) FE model. The mentioned ‘common’ 
techniques are 
1) the averaged-slice (AS) technique, where a set of 2-D 
slices with appropriate shift between rotor and stator are 
created and then post-processed by using averaging 
processes; 
2) the multi-slice (MS) technique, where a number of 2-D 
slices with appropriate shift between rotor and stator are 
created and then simultaneously solved. 
The above-proposed method is thus used for the analysis of 
voltage waveforms, damper cage induced currents and 
associated losses in SGs. As shown below in the paper, 
excellent results in terms of modelling, accuracy and time 
consumption are achieved. Experimental tests are performed 
to prove the validity of the fast, proposed SS technique.  
E. The Platform  
As vessel for this study, a particular salient-pole SG is 
considered. The machine is a four pole alternator, with a rated 
apparent power of 400kVA, designed to provide a rated 
voltage of 400V, at 50Hz and at 0.8 power factor. Some of the 
features of the considered generator are the followings: 
1) the stator and rotor have a laminated structure and made 
by the same electromagnetic steel, i.e. a M700-65A 
material; 
2) the stator is skewed by one slot pitch allowing to 
cancelling the slot harmonics on the output voltage; 
3) the number of slots-per-pole-per-phase q is 4 with a 
double-layer winding structure; 
4) the stator winding is short-pitched by 4 slots in order to 
eliminate the third harmonic on the phase-to-neutral 
voltage. In fact, the generator is also designed to operate 
under single-phase conditions; 
5) the number of parallel circuits on the stator winding is 2; 
6) the stator slot opening has an angular span which is about 
½ of that of the slot pitch; 
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7) the rotor is such that the airgap is constant along the entire 
angular span of the pole shoes;  
8) the angular pole span covers the 75% of the whole pole 
pitch; 
9) the aspect ratio as well as the split ratio of the machine are 
equal to 0.7, in correspondence of the minimum airgap 
thickness; 
10) the rotor is equipped with a damper cage symmetrically 
displaced around the polar axes; 
11) the damper cage end connections are created by press 
plates made out of aluminum, i.e. laminations thicker than 
the rotor ones. 
The 2-D cross-section of the considered machine is shown in 
Fig. 1, where some of the features described above can be 
observed. Knowledge of these features allows for a 
comprehensive description of the electromagnetic quantities 
which are introduced in the following section. 
II. ANALYTICAL MODELLING OF SKEWING 
A. Model Description 
Although skewing is inherently a 3-D feature, some 
interesting considerations can be developed when a 2-D 
approximation is considered in conjunction with the 
application of the equivalent circuits’ theory for the modelling 
of the main electromagnetic phenomena occurring in electrical 
machines.  
It is well-known that the induced voltages in electrical 
machines are composed by a resistive and an electromagnetic 
component. It is also well-known that the latter is due to the 
variation of the flux linkage with respect to the time. One 
possible way to derive the fluxes linked with the machine’s 
phases and thus solve the electromagnetic problem is to 
evaluate the air-gap flux density distribution BAG(λ,α) as 
shown in (1), where λ is the angular reference frame locked to 
the rotor, α the mechanical variable associated with the rotor 
position, F(λ,α,i) is the air-gap mmf and P(λ,α) is the 
permeance function [2]. The latter is described in (2), where 
µ0 is the permeability of air and εAG(λ,α) is the variable air-gap 
thickness evaluated along the tangential direction. 
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Considering the above, it is clear that all the information 
related to the anisotropies present in the machine are contained 
in the function εAG(λ,α). It is also clear that, because of the 
intrinsic geometrical symmetry of the majority of electrical 
machines, this function exhibits a periodicity of π/p, where p 
is the number of pole pairs.  
The function εAG(λ,α) can be determined by difference 
between rs(λ,α) and rr(λ,α), which represent the stator and rotor 
radii respectively, evaluated along the tangential direction. In 
particular, these 2 functions can be seen as two magnetically 
equipotential surfaces which are perpendicular, at any position 
along the tangential direction, to the flux lines crossing the air-
gap. In other words, they retrace the shapes of the stator and 
rotor surfaces which face the air-gap. 
The above compiles and collates all the geometrical 
quantities which are necessary to solve the electromagnetic 
problem. Therefore, it is now possible to exploit this and thus 
draw some analytical considerations on the positive and 
negative effects that skewing produces on such quantities and 
in turn on the electromagnetic performance of the particular 
SG considered in this paper. 
B. Effects of Skewing on the Airgap Thickness Function  
Considering all the above, it is clear that all the slotting 
effects can be implemented in the function rs(λ,α). This is 
done by considering step functions in correspondence of the 
stator slot openings. Step functions are also used to model the 
maximum and minimum radial distances of the rotor surface 
from the axis, i.e. rr(λ,α), at a fixed rotor position. It is then 
easy to evaluate the function εAG(λ,α). This is shown in Fig. 2, 
where the slot harmonic can be easily observed. It is clear that 
this slot harmonic will be present in the permeance function 
P(λ,α) and thus in the airgap flux density BAG(λ,α). As 
expected, one possible solution to mitigate the effects of the 
slot harmonics on the output voltage is to axially skew the 
stator of the SG. 
To implement the skewing in the variable airgap thickness 
function, one can consider a number N of 2-D cross sections 
of the machine along the axial direction. Each slice is shifted 
from each other by a submultiple δ of the skewing angle α, as 
shown in Fig. 1. In practice, this corresponds to a shift of 
rs(λ,α) and this is recalculated by averaging each waveform 
over the number N of slices considered. In order to show this 
concept, the waveform obtained in Fig. 2 (where the skewing 
is not considered and thus N=1) is compared with the 
waveforms obtained when N=5 and N=9. This is shown in Fig. 
3, where it can be observed how the slotting effect is reduced 
when considering an increasing number of slices. In the case 
of the SG analyzed in this paper, where a continuous (i.e. not 
stepped) skewing is applied to the stator, it is obvious that an 
accurate implementation of this machine’s feature in the 
airgap thickness function implies the choice of a theoretically 
infinite number of slices (N=∞). This results in the interesting 
result given in (3), where 
AG
q

6  is the first slot harmonic, 
evaluated under one pole pair. 
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Fig. 1.  2-D cross-section of the considered SG, including the skewing 
angle α and its submultiple δ. 
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Fig. 2.  Variable airgap thickness function εAG vs. angular displacement 
λ. 
 
Fig. 3.  Zoom on the variable airgap thickness function – comparison 
between an un-skewed (N=1) and a skewed stator (N=5 and N=9). 
 
C. Final Considerations 
In the previous sections, some analytical considerations on 
the effects that skewing can have on the airgap thickness 
function have been carried out. Although simplified shapes of 
rs(λ,α) and rr(λ,α) have been considered,  some important 
results can be observed. In particular, it has been shown how 
skewing can mitigate the harmonics due to the stator slot 
openings (Fig. 3) and, in the case of a continuous stator axial 
skewing, a theoretical, complete elimination of these 
harmonics can be achieved (see (3)). This results in the 
elimination of the slotting effect on the permeance function 
described by (2) and thus in the airgap flux density function 
defined by (1), which in turn allows for improvements in the 
output voltage waveform.  
It is also important to observe that, by applying the same 
concept of averaging the waveforms obtained by considering 
N axial slices of the machine, it is possible to ‘improve’ also 
the winding functions which describes the machine’s phases. 
This concept is shown in Fig. 4, where the number of slices 
used is 5. It can be observed that the skewed winding function 
(in red) is much more sinusoidal-distributed of that of the un-
skewed one (in blue). The main effect is therefore that of 
producing a better winding distribution. However, this comes 
at cost of reducing the winding factor (by 0.3% in the case of 
Fig. 4, where N=5) which in turn propagates in a reduction of 
the performance of the machine. It is also clear that, when an 
increased number of slices is used for averaging the blue 
waveform, a further reduction of the winding factor can be 
observed, again highlighting that skewing is an optimizable 
feature in the design stage of electrical machines.  
 
Fig. 4.  Stator winding function – comparison between an un-skewed 
and a skewed stator. 
 
All the above highlights that the effects due to the skewing 
can significantly affect the internal electromagnetic 
phenomena occurring in electrical machines. Therefore, it is of 
paramount importance to model it in a fast and accurate way, 
especially for iterative design purposes. Although the above 
has shown that analytical models can be used for carrying out 
very interesting considerations related to the skewing, the 
complexity of the phenomena related to the “slotting” effects, 
the non-linearity associated with the magnetic materials and 
the eddy currents and hysteresis-related phenomena would 
imply the use of some tuning procedure and/or simplifying 
assumptions which will lead to more inaccurate results when 
compared with a FE analysis. Also, the induced nature of the 
damper cage currents would however require a numerical 
solution. 
Considering all the above, in the next sections, a single-
slice, 2-D FE modelling technique is proposed and compared 
with the most known 2-D FE approaches and to experimental 
measurements for validation purposes. 
III. THE PROPOSED SINGLE-SLICE FE MODEL 
A. Model Description 
It is clear that a 3-D FE model would be ideal for the 
analysis of the SG considered in this work. In fact, in addition 
to the fact that stator skewing is an inherently 3-D feature, 
there are other aspects to be considered. In particular, the end 
windings’ effects, the presence of the damper cage and the end 
connections are important for an accurate analysis. However, a 
full 3-D analysis is very time consuming, so in order to 
understand the effectiveness of an equivalent methodology, a 
2-D FE model of the 400kVA generator is built. A number of 
lumped circuital resistances, as explained in [29], are 
considered in the model to account for the end windings’ 
ohmic effects. All the observations described above lead to 
consider that a 2-D, transient with motion evaluation can be 
used for accurately taking into account the most critical 
aspects related to the end effects without resorting to the 3-D 
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modelling. Also, with respect to the damper winding, each bar 
is accurately modelled as a solid conductor. Thus, in the name 
of accuracy, the potential skin effect resulting from the slot 
harmonics is also taken into account. This is a very important 
aspect, as the analysis of the damper cage currents and ensuing 
losses represent one of the goals of this work.  
Considering the FE model described above, a SS method is 
proposed for the analysis of the skewing. A transient with 
motion evaluation of an un-skewed machine is done, which 
comprises flexibility in terms of simulating different operating 
conditions according to the type of load considered in the 
circuit coupled to the FE model. In other words, the no-load 
condition is simulated by setting a resistance equal to a 
practical infinite value, while the on-load operation is 
analyzed by the setting the circuital lumped parameters 
(resistance, inductance and capacitance) according to the 
given apparent power and power factor.  
The key point of the proposed method is choosing a 
simulation angle step δ equal to a submultiple of the skewing 
angle α. The smaller the simulation angle step, the more 
accurate the post-processed electromagnetic quantities, 
without significantly compromising the computational times. 
These quantities (i.e. fluxes linkages, voltages, currents, etc.) 
are phase shifted by the selected angle δ and averaged over the 
skewing angle, as given in (4) for the generic scalar quantity 
A(θ). For the sake of clarification, it is worth to point out that 
this process is also applied for the evaluation of the damper 
cage currents and losses. 
 
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The averaging process shown in (4) assumes that there are no 
variations of the magnetic state of the skewed machine along 
the axial direction. It is also true that averaging processes can 
lead to inaccuracies in machines equipped with short-circuited 
rotor cages [40]. However, the main aims of this work are  
1) proposing a very fast technique for modelling the skewing 
in everyday, company-based design of SGs;  
2) proving that this method can be very accurate for 
estimating some critical standard grid requirements, such 
us the THD of the no-load and on-load voltages; 
3) highlighting that the limitations of the proposed method 
for the estimation of more complex quantities, such as the 
currents induced in the damper cage, are not significantly 
critical. 
The next section therefore deals with the analysis of the 
results obtained with the SS technique, at no-load and at full-
load operations. The results are not presented on their own, 
but are illustrated directly in the validation comparisons with 
the results from the AS and the MS models. These are shown 
in Figures 6 - 10. 
B. Model Validation 
This section is aimed at comparing the proposed SS method 
described above with the two most common ways used to 
model the skewing in electrical machines, namely the AS and 
the MS techniques. The major features of these methods are 
highlighted below:  
1) The AS technique: it consists in creating a set of 2-D FE 
models, different from each other only for the initial 
phase shift between rotor and stator positions. Each model 
is then solved separately and the results are post-
processed by averaging processes. The higher the number 
of models being used, the more accurate the field solution, 
but the required computational time is also compromised. 
This technique is perfectly suitable for modelling stepped-
based skewing, which for example is very common in 
PMMs. 
2) The MS technique: it consists in creating a number of 2-D 
slices with a specific phase shift between rotor and stator 
positions, according to the skew angle (Fig. 5). These 
slices are then solved simultaneously. This constraints the 
currents flowing in skewed windings to be the same along 
the axial direction, thus allowing for much more accuracy 
than an averaging procedure. This technique is the most 
accurate amongst 2-D FE methods for modelling the 
skewing. On the other hand, it requires significant 
computational resources. 
An accurate, preliminary sensitivity analysis has been 
performed aiming to select the most appropriate number of 
slice N to be used for comparison purposes. The results of 
such analysis have led to consider a scheme with 5 slices. This 
number is chosen on the basis that no significant modifications 
on the electromagnetic quantities are observed when an 
increased N is used. The three techniques are thus compared 
with a number of slices equal to 5 being used for all of them. 
All the results at no-load and full-load operations are shown in 
the following sections. 
 
 
Fig. 5.  The multi-slice FE model, with 5 slices simultaneously 
evaluated. 
 
a) No-Load 
The results obtained with the proposed SS method at no-
load operation are given in this section. Fig. 6 shows a 
comparison amongst the no-load output voltages obtained with 
the three different techniques. The terminal voltages obtained 
are not shown over-lapping to each other because of the 
excellent similarity being achieved. This is also confirmed by 
the results observed in Table I, where the THD and the total 
rms values of the open-circuit voltages are compared. It is 
important to note that in Table I, the main aim is to compare 
the three techniques. However the values of the voltage THD 
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and total RMS for the skewless machine, are also shown to 
emphasize the advantages that skewing can achieve.  
In Fig. 7 and 8, the comparison is carried out in terms of 
damper cage induced currents. In particular, Fig. 7 shows a 
comparison amongst the current’s waveforms induced in one 
damper bar (e.g. the bar on the pole tip) evaluated with the 
three different methods. Fig. 8 compares the rms values (y-
axis) of such currents induced on the damper bars (x-axis) of 
one salient-pole. In this case, a good match amongst the 
results obtained with the three techniques can be seen, 
highlighting the validity of the proposed method at no-load 
operation. However, some differences can be observed 
amongst the currents in bars 3 and 4, especially when 
evaluated with the MS technique. This is due to the fact that 
the currents are constrained to be the same in each bar of this 
winding, and are not evaluated according to the same 
averaging concepts as the SS and the AS techniques do.  
 
Fig. 6.  No-load terminal voltage – Comparison amongst the three 
methods. 
 
TABLE I 
THD AND RMS VALUES – COMPARISON AMONGST THE THREE 
TECHNIQUES 
--------
- 
No-load Phase Voltage 
SS AS MS Skew-less 
THD 2.193% 2.183% 2.221% 5.58% 
Total RMS 230.01V 230.05V 230.25V 231.96V 
 
 
Fig. 7.  No-load currents induced in one damper bar – comparison 
amongst the three techniques. 
 
Fig. 8.  No-load, rms values of damper cage currents – Comparison. 
 
b) Full-Load 
Classical averaging processes used to model skewed 
electrical machines can lead to inaccuracies in predicting the 
performance, especially when these are equipped with short-
circuited windings. At full-load operation, besides the effects 
due to the slot harmonics, additional damper cage currents are 
induced by the armature reaction [28]. As well as for the no-
load operation, in order to validate the SS method, the damper 
cage currents are evaluated with the proposed technique and 
then compared with the well consolidated AS and MS 
simulations. An excellent similarity amongst the results of Fig. 
9 can be observed, where the rms values of the damper cage 
currents induced into the bars placed on one pole are shown. 
Also at full-load operation the damper cage currents predicted 
with the SS technique are very similar to those evaluated with 
the AS and the MS methods and the percentage error is very 
low. When considering the advantages in terms of 
computational times, then this relative accuracy is of course an 
added advantage for the proposed technique. The full-load 
stator currents are compared in Fig. 10, showing again a very 
good similarity amongst the results. 
 
Fig. 9.  Full-load, rms values of damper cage currents – Comparison. 
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Fig. 10.  Stator phase currents – Comparison. 
 
For the sake of completeness, the damper cage losses are 
computed with the 3 different techniques and compared 
relative to each other but also to the case of a skew-less 
configuration.  In Table II, it can be observed that losses are 
reduced by 2.2% when skewing is applied, as the slot 
harmonic effect is attenuated. Although skewing can affect 
other loss components [33], such as the pole face losses, and 
can lead to an increased field current to compensate for the 
ensuing output voltage drop (see Table I), it can be concluded 
that this stator feature does not significantly affect the overall 
efficiency of the considered platform.  
 
TABLE II 
DAMPER CAGE LOSS – COMPARISON AMONGST THE THREE TECHNIQUES 
Damper Cage Loss 
SS AS MS Skew-less 
1136W 1131W 1126W 1155W 
 
IV. EXPERIMENTAL MEASUREMENTS 
All the above has proven the validity of the fast single-slice 
FE technique, proposed for the modelling of skewing and its 
effects in the considered 400kVA SG, with validation against 
the well-known and consolidated AS and MS techniques. 
However, further validation is necessary because of the 3-D 
nature of the skewing. Hence, experimental measurements 
have been performed on an available platform. This is briefly 
described in the next section and tests at several load 
conditions are then used to compare and validate the proposed 
technique. In order to reach a certain level of accuracy, the 
simulation angle step δ is chosen in such a way that the 
number of slices used to extrapolate the current and voltage 
waveforms is equal to 21.  
A.  The experimental platform 
The experimental platform of the particular SG considered 
in this paper consists of an induction machine drive, acting as 
the prime mover, whose speed loop controls the frequency of 
the SG, which is mounted on the same shaft of the motor. The 
experimental set-up can be observed in Fig. 11. 
 
Fig. 11.  Experimental test bench of the considered SG. 
 
A combination of testing methods including a load bank 
and the classical back-to-back (slave-machine) method were 
used. For up to half load ratings, the machine terminals are 
connected to a resistive load bank, consisting of variable 
resistances whose power can be remotely varied up to 200kW, 
thus giving the opportunity of more discretization in the 
testing samples. The classical back-to-back method was used 
to perform measurements at full-load rated operation. All the 
experimental tests have been carried out with the machine’s 
AVR connected in order to maintain the output voltage at its 
rated value while changing the load. 
B. No-Load Test 
The no-load test is performed with the stator terminals 
open-circuited. The voltage waveforms and harmonics are 
recorded during the test. The voltage THD is evaluated and 
compared with the calculated value determined through the 
proposed technique. The results are shown in Table III (first 
row), with an excellent match being achieved at no-load 
operation. 
C. Test at 50kVA, 100kVA and 200kVA, at unity power 
factor 
These tests are performed with the resistive load bank set at 
50kW, 100kW and 200kW, respectively. The voltage 
waveforms and harmonics are registered during the 
measurements. The voltage THD is determined and then 
compared with that evaluated through the SS technique. Table 
III also shows the comparison at different loading levels 
(referring to the unity power factor rows), where a very good 
similarity can be observed. 
 
TABLE III 
EXPERIMENTAL AND FE  RESULTS – COMPARISON AT DIFFERENT LOADING 
AND POWER FACTOR 
 
Loading – Power Factor 
Voltage THD 
FE Experimental 
 
No-Load 1.26% 1.34% 
 
50kVA – 1pf 1.13% 1.19% 
 
100kVA – 1pf 1.39% 1.26% 
 
200kVA – 1pf 2.44% 2.01% 
 
400kVA – 0.8pf 2.17% 1.76% 
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D. Test at 400kVA, at 0.8 power factor 
This test is carried out with the considered platform’s 
terminals connected to those of the ‘slave’ machine. The rated 
full-load condition has been evaluated, in order to compare the 
voltage THD between the FE and experimental evaluations. 
The last row of Table III shows an excellent similarity 
between the above-mentioned results. 
E. Summary and Final Considerations 
Experimental tests have been carried out in order to prove 
the validity of the SS technique. The results in terms of 
voltage THD have been compared to the proposed method, 
resulting in an excellent similarity, which is clearly observable 
in Fig. 12.   In this figure, an important aspect to note is the 
increasing discrepancy between the expected and measure 
results, relative to the increasing of the loading level. This is 
mainly due to the effects of the machine’s armature reaction. 
However an important factor to consider is the inaccuracies 
intrinsically included in the averaging process, inherent to the 
proposed SS, FE technique. While it is acknowledged and 
clear that averaging the current induced in the armature 
windings (and in the damper cage) is conceptually incorrect, it 
has however been shown to be a reliable approximation. In 
fact, as shown in Section III.B, even more complex and more 
time-consuming techniques (such as the MS method) produce 
similar results. Potential improvements can be achieved by 
increasing the number of slices utilized for modelling the 
stator skew, i.e. reducing the simulation time step in the SS 
technique. However, this would come at the cost of more 
computational time and resources. 
V. CONCLUSIONS 
This paper presents a fast, finite-element-based method to 
accurately predict the output voltage and current THD in a 
stator-skewed synchronous generator, at both no-load and on-
load operations. As vessel for studying the proposed single-
slice method, a 400kVA alternator was considered. 
Theoretical considerations on the benefits of skewing the 
stator in the generator under analysis were preliminary carried 
out. A FE model of this machine was then built to prove the 
proposed technique. This was then compared for validation 
purposes with the well consolidated average-slices and multi-
slice techniques, at both no-load and full-load conditions, with 
an excellent match being achieved, indicating the validity of 
the technique. At this stage, focus was given to the damper 
cage behavior, highlighting some limitations of the SS 
technique in estimating more complex quantities to analyze, 
such as the currents induced in the bars.  
Finally, in order to further validate the SS method, 
experimental measurements were performed at no-load and at 
different loadings and power factors, where the voltage THD 
comparisons showed an excellent similarity. At no-load, the 
maximum error was 5.97%. The validation however 
highlighted a weakness of the technique when going towards 
the higher loading ratings. This is associated with the 
machine’s armature reaction and the averaging processing 
philosophy employed by the technique. However it is also 
important to note that even with this perceived challenge, the 
maximum error at full load was 18.9%, again highlighting the 
adequateness of the modelling technique. Also, although an 
increased number of slices (21) is considered for the 
experimental validation of the SS method, it allows for a 
reduction of the computational time by 4.5 hours and by 22 
hours, in comparison with the AS and the MS techniques 
respectively, when 5 slices are used for all of those models. It 
can therefore be safely concluded that the proposed method 
does achieve the main goal of a fast but accurate technique for 
modelling skew in SGs. 
 
Fig. 12.  Phase Voltage THD – Comparison between FE and 
experimental results. 
 
It is the authors’ intention to continue the development of 
this technique and present findings in future publications. A 
first step will be focused on the evaluation of appropriate 
compensation factors, aimed at overcoming the mentioned 
full-load inaccuracies. After that, it is the intention to 
investigate the flexibility of the technique when applied to 
different platforms. 
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